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Manhole Sewer Cover Invert Depth Length Gradient Pipe Velocity Required 

Ref Ref Level Level To Diameter flowing Rate Of

Number Number Manhole full Flow

(m) (m) (m) (m) (1 in) (mm) (m/s) (l/s) (l/s)

F01 F01-F02 49.10 47.90 1.20

F02 F02-ExFMH1 49.10 47.80 1.30 15.1 150 225 0.94 37.20 0.341

ExFMH1 ExFMH1-F03 49.20 47.75 1.45 6.9 150 225 0.94 37.20 0.341

F03 INLET 48.80 47.64 1.16 17.1 150 225 0.94 37.20

F10 F10-F11 49.00 47.29 1.71

F11 F11-F12 49.00 47.11 1.89 27.5 150 225 0.94 37.20 1.24

F12 F12-F03 49.00 46.93 2.07 26.2 150 225 0.94 37.20 2.45

F03 F03-F04 48.80 46.85 1.95 12.2 150 225 0.94 37.20 2.45

F04 F04-F05 48.70 46.74 1.96 17.1 150 225 0.94 37.20

F05 F05-F06 48.60 46.65 1.95 12.2 150 225 0.94 37.20

F06 F06-F07 47.46 46.54 0.92 16.4 150 225 0.94 37.20

F07 F07-F08 47.13 46.28 0.85 40.0 150 225 0.94 37.20

F08 F08-F09 46.94 46.17 0.77 16.4 150 225 0.94 37.20

F09 F09-ExFMH2 46.77 46.09 0.68 11.3 150 225 0.94 37.20

ExFMH2 46.92 45.98 0.94 14.0 124 225 1.03 41.01

F13 F13-F14 50.87 48.72 2.15 225

F14 F14-ExFMH2 49.25 46.28 2.97 11.3 5 225 5.35 212.82

ExFMH2 46.92 45.98 0.94 225

Pipe 

Capacity

Proposed Foul  Drainage Design



Pi 3.142

TOC0 5

ks (m) 1.5
G 9.81

v 1.146E-06

Min Cover 1.2

Area manhole 1


